
4  ENCLOSURE LAYOUT IS DESIGNED FOR CABLE ENTRY/EXIT TO BE TOP/BOTTOM.

POWER CONNECTION TO BOTTOM OF ENCLOSURE.
3  MINIMUM WIRE BENDING SPACE SHALL BE 10.00" FROM BOTTOM OF POWERSTACK

2  ENSURE THAT ALL RIBBON CABLES ARE ROUTED AWAY FROM POWER CONDUCTORS.

1  MINIMUM WIRE BENDING SPACE SHALL BE 10.00" FROM TOP OF CIRCUIT BREAKER

NOTES:

POWER CONNECTION TO TOP OF ENCLOSURE.
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STOP PUSHBUTTON
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SW1: SS-OFF-ATL SEL. SWITCH (RLY)

PB3: RESET PUSHBUTTON
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FIELD WIRING

TWISTED SHIELDED PAIR

SHIELDED WIRE

TWISTED PAIR

PC BOARD TERMINALS

BENSHAW SUPPLIED

POWER CONNECTION

TERMINAL STRIP

TERMINAL BLOCK

WIRE NODE SYMBOL MAY
HAVE TERMINAL BLOCK

STANDARD LEGEND

TO 2.7-3.5 in. lbs. (0.3-0.4 N-m).

11

10

7

6

5
SPECIFICATIONS. IF BREAKER IS SUPPLIED ON LINE SIDE OF
TIGHTEN POWER LUG FIELD WIRING CONNECTIONS TO CHART 1.

SW1-1: (ANALOG INPUT) UP = CURRENT, DOWN = VOLTAGE
SW1-2: (ANALOG OUTPUT) UP = VOLTAGE, DOWN = CURRENT

CHANGE P49 (DI2) TO "FR" (FAULT RESET)

REMOVE JUMPER WHEN INTERLOCKS ARE INSTALLED.

STACK USE TORQUE VALUES ON BREAKER.

SELECT EITHER TWO OR THREE WIRE CONTROL.

2

4

3

1

REFER TO INSTRUCTION MANUAL FOR STARTER CONFIGURATION.

CUSTOMER SHOULD MONITOR GENERAL FAULT CONTACTS OF 

TIGHTEN CARD WIRING CONNECTIONS TO

RUN COMMAND WHEN A FAULT IS DETECTED.
RELAY (R3) FOR FAULT DETECTION, AND REMOVE 2 WIRE

NOTES

FAILSAFE FAULT RELAY SHOWN IN DE-ENERGIZED
STATE.  RELAY WILL ENERGIZE WHEN CONTROL POWER
IS APPLIED TO CONTROL CARD, AND WILL REMAIN
ENERGIZED WHEN NO FAULTS ARE PRESENT.  RELAY
WILL DE-ENERGIZE WHEN A FAULT OCCURS, OR IF
CONTROL POWER IS REMOVED FROM THE CARD

PROGRAM (P78), FUN (03), CT RATIO = 5760:112

FOR HEX HEAD SCREWS
TIGHTENING TORQUE SPECIFICATIONS

1/4

7/16
3/8
5/16

BOLT SIZE
SAE

CHART 1

1/2

BOLTS - GRADE 5
(IN. LB) (FT. LB)
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IF CUSTOMER SUPPLIED REMOTE 3 WIRE CONTROL IS NEEDED MAKE CUSTOMER

STARTER SHIPPED SETUP FOR CUSTOMER SUPPLIED REMOTE 2 WIRE CONTROL.
IF NO CONTROL IS TO BE USED THEN JUMPERS SHOULD REMAIN AS SHOWN.

CONNECTIONS AS SHOWN.
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2.00 WIDE BUS TAB WITH TWO 0.52 DIA. HOLE FOR BOLTED CONNECTION 1.75 APPART.
LOAD CONNECTIONS

WIRE SIZE RANGE: (2) 2/0-350KCMIL TIGHTENING TORQUE: 358.5LB-IN (40.5Nm)
BREAKER LUGS ACCEPT
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